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SERVICE PROCEDURE: ABOVE GROUND HYDRANT 
 

 
 

• Clean any debris out of the hydrant valve and its surroundings. 

• Remove the lip washer, inspect for any cracks or damage. 

• Inspect lip washer (lubricate lightly). 

• Insert test mechanism with gauge. 

• Open valve in slow intervals until the hydrant is fully opened. 

• Check the static pressure reading on the gauge. 

• Close the hydrant valve. 

• Release water pressure out of the testing apparatus. 

• Static pressure should be recorded. 

• If low or no water is found it is essential that this be noted, and that the customer should 

be notified in writing via the report of the findings.  

   

   Water pressure: 300kPa minimum and 1000kPa maximum. 
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